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  PROJECT DESCRIPTION 
 
INTRODUCTION 
 
This document represents the Schematic Design Phase of the design process  for Minot Public 
Schools; Master Plan Option 2, Phase 1 approved by  the Minot Public Schools  to address  the 
damaged and destroyed facilities from the recent floods. 
 
NEW MIDDLE SCHOOL 
In  response  to  the  need  to  replace  Ramstad Middle  School,  a  new middle  school  facility  is 
proposed providing 2  sections per grade  level  for 6th, 7th, and 8th grade  level  students.   Each 
section with  classrooms  for  Reading,  Language  Arts,  Social  Studies,  and Math,  plus  Teacher 
Planning  and  Small Group  Instruction,  Team  Resource,  and  Science  Labs with  adjacent  Prep 
Rooms; Art Room with storage and kiln, Family and Consumer Sciences, Technology Labs  (2), 
Band  Room,  Choral  Room,  Practice  Rooms  (2),  Special  Ed  (2)  with  Resource  and  offices; 
Administration  Offices with  a  secured  access main  entrance,  including  offices  for  Principal, 
Assistant  Principal,  Counselor,  etc.; Media  Center with  Computer  Lab/Resource  Center  and 
support  areas;  Cafeteria/Stage  with  Kitchen;  Gymnasium  and  locker  rooms  with  2  section 
capability,  Weights/Fitness  Room,  and  Pool;  Multi‐User  Toilet  Rooms,  Custodial  and 
miscellaneous accessory  spaces.   The base area  square  footage  for direct  replacement  is  the 
first and  second  floors;  the  second  floor mechanical  rooms and  the entire  third  floor  level  is 
proposed  as  a design  add  alternate.   Acoustical  considerations within  the Gymnasium, Pool, 
Cafeteria  and  Stage,  Band  Room,  and  Choral  will  need  to  be  addressed  during  Design 
Development; we  recommend  an  acoustic  consultant  be  retained  for  this  task.    Preliminary 
considerations relative to the City of Minot 30 NLR Zone are indicated within, however further 
refined  requirements will  need  to  be  addressed  during  Design  Development;  therefore we 
recommend an acoustic consultant be retained for this task as well. 
 
Site  improvements  include  softball  fields  (2)  with  football/soccer  practice  field  overlapping 
outfields, 400 meter  track around  the  football/soccer  field, paved parking  (and  student drop 
off/pick up drive) to facilitate staff and visitor’s needs.  
 
The schematic design process to date has been  inclusive, with  input gathered from the Minot 
Public Schools design team  including select staff and administration, with constructability and 
budgetary input from Kraus‐Anderson Construction Co., civil engineering from Kadrmas, Lee & 
Jackson,  MEP  systems  from  Prairie  Engineering,  and  technology  systems  from  Elert  & 
Associates. 
 
The  schematic  design  building  plans  and  site  plan  included  in  this  document  represent  the 
preferred  resolution of architectural  challenges, project budget,  functional  requirements and 
planning considerations. 
 
The  report  also  includes  engineering  reports  from  the  civil  engineer,  building  structural, 
mechanical, and electrical engineers, and technology consultant. 
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Square Footage / Area Summary

Space Summary # SF Total SF # SF Total SF # SF Total SF Remarks

Academic
Reading 4 826 3,304 5 867 4,335 6 793 4,758
Reading (Add Alternate) 2 826 1,652
Language Arts 4 826 3,304 5 867 4,335 6 793 4,758
Language Arts (Add Alternate) 2 826 1,652
Social Studies 4 826 3,304 6 867 5,202 5 793 3,965
Social Studies (Add Alternate) 2 826 1,652
Math 4 826 3,304 6 867 5,202 5 793 3,965
Math (Add Alternate) 2 826 1,652
Science 4 1,292 5,168 4 1,010 4,040 4 790 3,160
Science (Add Alternate) 2 1,292 2,584
Science Prep/Storage 4 100 400 4 148 592 4 178 712
Science Prep/Storage (Add Alt.) 2 100 200
Small Group Instruction 4 172 688
Small Group Instruction (Add Alt.) 2 185 370
Laptop Storage
Team Resource 4 586 2,344 1 1,259 1,259
Team Resource (Add Alternate) 2 586 1,172
Student Locker Bay 4 552 2,208
Student Locker Bay (Add Alt.) 2 598 1,196
Teacher Planning 4 257 1,028
Teacher Planning (Add Alternate) 2 265 530
Staff Toilet Rooms 4 50 200
Staff Toilet Rooms (Add Alternate) 2 52 104
Add Alternate Area 12,764
Base Building Area 25,252 24,965 21,318

Media Center
Stacks and Seating 1 2,570 2,570 1 1,963 1,963 1 1,967 1,967
Office 1 116 116 1 270 270 1 159 159
Workroom 1 379 379 1 215 215
Computer Lab 1 590 590 1 1,117 1,117 1 1,298 1,298 Distributed Technology
Studio 1 271 271
Tech. / MDF 1 107 107
Storage 1 107 107

4,140 3,350 3,639

Shared Labs
Technology Lab (Computers) 1 920 920 1 1,891 1,891 1 1,053 1,053
Technology Room 1 545 545
Tech. Office 1 107 107 2 266 532 2 130 260
Tech. Storage 1 234 234 2 100 200 1 196 196
Wood Shop 1 985 985 1 926 926
Wood Shop Storage 1 110 110
Business Education
World Language
Family & Consumer Science 1 1,743 1,743 2 1,128 2,256 2 1,352 2,704
F&CS Office 1 96 96 1 96 96 1 45 45
F&CS Storage 2 137 274 1 45 45
Wash / Dry 1 101 101
Art Lab 1 1,317 1,317 1 1,111 1,111 1 1,298 1,298
Kiln / Storage 1 173 173
Storage 1 115 115 1 115 115

5,950 6,746 6,752

New Middle School Jim Hill Middle School Ramstad Middle School
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New Ramstad Middle School
Schematic Design
Healy, Bender & Associates, Inc.
Project No. 10-3111-159
January 10, 2012

Square Footage / Area Summary

Space Summary # SF Total SF # SF Total SF # SF Total SF Remarks
New Middle School Jim Hill Middle School Ramstad Middle School

Music
Band 1 2,072 2,072 1 2,103 2,103 1 1,869 1,869
Instrument Storage 1 247 247 3 132 396 2 126 252
Stage 1 1,108 1,108
Music Office / Library 1 130 130 2 268 536 1 108 108
Practice Room 2 75 150 3 84 252 3 85 255
Choral 1 1,398 1,398 1 1,170 1,170 1 1,068 1,068
Uniform Storage 1 190 190

5,295 4,457 3,552

Special Education
LD Resource
EBD
S. E. Room 3 209 627
Classrooms 2 639 1,278 2 941 1,882 2 972 1,944
Toilet Room 1 161 161
Title 1 1 564 564
Reading 1 1,202 1,202
Office 1 177 177
Small Group
Conference
SE Reception 2 113 226

1,616 3,648 2,797

Physical Education
Gymnasium 1 11,068 11,068 1 6,662 6,662 2 8,803 17,606
Stage 1 1,672 1,672 1 1,616 1,616
P.E. Storage 1 266 266 2 151 302 2 369 738
Health Classroom
Girls Locker Room 1 1,212 1,212 1 2,061 2,061 1 1,838 1,838
Boy's Locker Room 1 1,212 1,212 1 1,940 1,940 1 2,016 2,016
P. E. Office 2 147 294 2 116 232 2 134 268
Pool 1 4,462 4,462 1 3,713 3,713 1 3,420 3,420
Pool Mechanical 1 259 259
Pool Storage 1 259 259
Weights / Fitness 1 1,648 1,648 1 775 775

20,680 16,582 28,277

Administration
Reception 1 452 452 1 473 473 1 560 560
Principal Office 1 241 241 1 195 195 1 190 190
Assistant Principal Office 1 159 159 1 170 170 1 188 188
Attendance 1 142 142
Conference Room 1 222 222
Staff Toilet Room 2 58 116 2 70 140 2 68 136
Faculty Workroom 1 314 314 1 120 120

1,504 1,240 1,074



Minot Public Schools

New Ramstad Middle School
Schematic Design
Healy, Bender & Associates, Inc.
Project No. 10-3111-159
January 10, 2012

Square Footage / Area Summary

Space Summary # SF Total SF # SF Total SF # SF Total SF Remarks
New Middle School Jim Hill Middle School Ramstad Middle School

Student Services Offices
Reception Area 1 165 165
Counselor's Office 2 160 320 2 145 290 1 181 181
Social Worker / Health Office 1 192 192
Health - Nurse's Office 1 129 129
Conference Room 1 222 222
Tech. Office 1 159 159
Time Out 1 83 83
Files and Records 1 124 124 1 83 83 1 72 72

1,073 373 574

Cafeteria / Food Service
Cafeteria (240) 1 2,740 2,740 1 2,930 2,930 1 2,059 2,059
Control 1 124 200
Storage 2 529 200 1 162 162
Kitchen 1 1,628 1,628 1 1,539 1,539 1 1,173 1,173
Toilet 1 63 63
Serving 1 400 400
Faculty Lounge 0 1 380 380 1 808 808
Concessions 1 112 112 1 238 238

5,343 4,849 4,440

Building Services
Restrooms 6 260 1,560 6 225 1,350 8 142 1,136
Restrooms 2 244 488
Air Handling Equipment 2 2,453 4,906
Boiler Room 1 1,364 1,364
Receiving / Trash 1 438 438
Storage 2 200 400 3 620 1,860
Maintenance Office / Workshop 1 91 91 1 231 231 0
Custodial Closets 3 79 237 3 55 165 5 65 325
Custodial Closets (Add Alternate) 1 69 69
Communication Closets 3 79 237
Communication Closets (Add Alt.) 1 69 69
Elevator 1 50 50
Elevator Mechanical 1 107 107
Lower Level 1 10,752 10,752
Add Alternate Area 5,532
Base Building Area 4,084 12,898 3,321

Total Net Base Area  (NSF) 74,937 80,587 75,744
Total Net Add Alt. Area (NSF) 18,296
Matrix Base 28,745 27,370 25,311
Matrix Add Alt. 6,712
Total Gross Add Alt. Area (GSF) 25,008 Incl. Gym Addition
Total Gross Base Area (GSF) 103,682 107,957 101,055

Adjusted Total Gross Area (GSF) 128,690
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CODE COMPLIANCE 
 
 

The  proposed  additions  and  renovations will  be  reviewed  for  compliance with  the  current 
building codes adopted by the State of North Dakota which are:  
 

1. 2009 International Building Code* 

2. 2009 International Mechanical Code* 

3. 2009 International Fuel Gas Code* 

4. 2009 Uniform Plumbing Code*  

*Including North Dakota State Building Code Amendments  

5.   Wiring Standards of North Dakota 

6. 2009 International Energy Conservation Code 

7. Americans with Disabilities Act Accessibility Guidelines (ADAAG) 

 
The new building is classified as Educational Group E occupancy.  The construction type shall be 
IIB.  The allowable building height for an educational occupancy of type IIB construction is two 
stories and 55’‐0”.   With an automatic  fire sprinkler system the building can be enlarged to a 
maximum  of  three  stories  and  75’‐0”.    The  allowable  building  area  for  an  educational 
occupancy  of  type  IIB  construction  is  14,500  square  feet  per  floor.   With  an  automatic  fire 
sprinkler system the building can be enlarged an additional 43,500 square feet per floor for a 
two story building and 29,000 square feet per floor for a three story building.  Where a building 
has more than 100 percent of  its perimeter on a public way or open space having a minimum 
width of 30 feet, the building can be enlarged an additional 10,875 square feet per floor.  With 
both  increases,  the  allowable  building  area  per  floor  is  68,875  square  feet  for  a  two  story 
building and 54,375 square feet for a three story building. 
 
The total floor area of each floor is as follows: 
  Base Bid  Add Alternate (including base bid) 

 First Floor  = 79,004 square feet  First Floor  = 79,004 square feet 
  Second Floor = 24,678 square feet  Second Floor  = 29,842 square feet 
        Third Floor  = 19,844 square feet 
 
Since the first floor of the building is larger than the allowable floor area, it shall be divided into 
two  separate  buildings/fire  areas  separated  by  a  2  hour  fire wall  in  the  base  bid  and  three 
separate buildings/fire areas separated by a 2 hour fire wall in the add alternate.  The fire wall 
in the base bid shall be located along the north/south wall separating the gymnasium and boy’s 
locker room from the kitchen, gym storage, boy’s toilet room, and weights/fitness.  In the add 
alternate  the  fire  walls  shall  be  as  indicated  above  as  well  as  a  fire  wall  along  the  walls 
separating the band room, adjacent corridors, and art room from the stage and cafeteria. 
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The floor area of each building/fire area is as follows: 
  Base Bid  Add Alternate 

 FA‐1 –  First Floor  = 22,568 square feet  FA‐1 – First Floor  = 22,568 square feet 
  FA‐2 –  First Floor  = 56,436 square feet  FA‐2 – First Floor  = 49,128 square feet 
    Second Floor  = 24,344 square feet  FA‐2 – Second Floor  = 29,842 square feet 
        FA‐2 – Third Floor  = 19,844 square feet 
        FA‐3 – First Floor  = 7,308 square feet 
 
The allowable occupant loads of each fire area are as follows:  
Base Bid    Add Alternate 

 FA‐1 –  First Floor  = 2,380 persons  FA‐1 – First Floor  = 2,380 persons 
  FA‐2 –  First Floor  = 3,740 persons  FA‐2 – First Floor  = 2,890 persons 
    Second Floor  = 770 persons  FA‐2 – Second Floor  = 770 persons 
        FA‐2 – Third Floor  = 610 persons 
        FA‐3 – First Floor  = 1,020 persons 
 
The calculated occupant loads of each fire area are as follows:  
Base Bid    Add Alternate 

 FA‐1 –  First Floor  = 1,957 persons  FA‐1 – First Floor  = 1,957 persons 
  FA‐2 –  First Floor  = 1,368 persons  FA‐2 – First Floor  = 1,117 persons 
    Second Floor  = 587 persons  FA‐2 – Second Floor  = 605 persons 
        FA‐2 – Third Floor  = 512 persons 
        FA‐3 – First Floor  = 251 persons 
 
The new building shall be fully equipped with an automatic fire sprinkler system and fire alarm 
system. 
 
The fire resistance rating requirements for building elements is as follows: 

 Primary Structural Frame ‐  0 hours 

 Bearing Walls ‐  Exterior ‐  0 hours 

  Interior ‐  0 hours 
 

 Non Bearing Walls and Partitions Based on Fire Separation Distance: 

      X < 5’‐0”  = 1 hour 
  5’‐0” ≤   X < 10’‐0”  = 1 hour 
  10’‐0” ≤  X < 30’‐0”  = 0 hour 
      X ≥ 30’‐0”  = 0 hour  

 

Glazing  in  fire  rated doors, adjacent sidelights and  transoms shall be  fire  rated glass meeting 

the rating requirements of the opening. 
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The first floor stairwell adjacent to the administration area shall be separated from the corridor 

by a horizontal accordion fire door (Won Door) meeting 1 hour fire rating requirements. 

The opening between  the boy’s P. E. office  shall be a 1 ½ hour  fire  rated assembly with  fire 

rated glass. 

The door opening between the media center and the adjacent south stairwell shall be a 1 hour 

fire rated door with full glass opening, frame, and hardware with fire rated glass.   

The minimum thermal resistance (R‐value) of the roofing system at the new building shall meet 

an R‐25 with continuous insulation.  The minimum total thermal resistance of the new exterior 

walls shall meet R15.2. 

The slab on grade shall have a minimum thermal resistance of R‐15.  This can be achieved with 

a layer of rigid insulation on the interior side of the perimeter foundation wall.  The insulation 

shall extend downward from the top of the slab for a minimum distance of 24 inches or to the 

top of the footing.  

The fenestration in the new building shall meet energy code requirements as follows: 

 Curtain wall / store front – U‐factor = .040 

 Entrance doors – U‐factor = 0.80 

 All other ‐ U‐factor = 0.45 

The Solar Heat Gain Coefficient (SHGC) for all frame types shall meet energy code requirements 

as follows: 

 SHGC: Projection factor(PF) < 0.25 = 0.45 

 SHGC: 0.25 ≤ PF ≥ 0.5 = No Requirement 

 SHGC: PF ≥ 0.5 = No Requirement 

Skylights shall have a minimum U‐factor of 0.60. 
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Project Name:

Project Address:

Project Totals (Pre-Certification Estimates) 79 Points
Yes ? No

Certified: 29-36 points       Silver: 37-43 points       Gold: 44-57 points       Platinum: 58-79 points

Sustainable Sites 16 Points
Yes ? No

Yes Prereq 1

Credit 1

Credit 2

Credit 3

Credit 4.1

Credit 4.2

Credit 4.3

Credit 4.4

Credit 5.1

Credit 5.2

Credit 6.1

Credit 6.2

Credit 7.1

Credit 7.2

Credit 8

Alternative Transportation, Low-Emitting & Fuel Efficient Vehicles 1

1

1

1

1

1

Required

1

1

1

1

1

1

1

1

Construction Activity Pollution Prevention

Site Selection

Development Density & Community Connectivity

Brownfield Redevelopment

Alternative Transportation, Public Transportation

Alternative Transportation, Bicycle Use

Alternative Transportation, Parking Capacity

Site Development, Protect or Restore Habitat

Site Development, Maximize Open Space

Stormwater Design, Quantity Control

Stormwater Design, Quality Control

Heat Island Effect, Non-Roof

Heat Island Effect, Roof

Light Pollution Reduction

Yes Prereq 2 RequiredEnvironmental Site Assessment

Credit 9

Credit 10

1

1

Site Master Plan

Joint Use of Facilities
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Water Efficiency 7 Points
Yes ? No

Credit 1.1

Credit 1.2

Credit 2

Credit 3

Credit 3.2 2

1 to 3

1

1

1Water Efficient Landscaping, Reduce by 50%

Water Efficient Landscaping, No Potable Use or No Irrigation

Innovative Wastewater Technologies

Water Use Reduction

30% Reduction

Credit 3.3

Credit 4 1

340% Reduction

Process Water Use Reduction, 20% Reduction

20% ReductionCredit 3.1 1

Energy & Atmosphere 17 Points
Yes ? No

Yes Prereq 1

Credit 1

Credit 2

Credit 3

Credit 4

Credit 5

Credit 6 Green Power 1

1

1

1

1 to 3

 2 to 10

RequiredFundamental Commissioning of the Building Energy Systems

Optimize Energy Performance

On-Site Renewable Energy

Enhanced Commissioning

Enhanced Refrigerant Management

Measurement & Verification

Yes Prereq 2 RequiredMinimum Energy Performance

Yes Prereq 3 RequiredFundamental Refrigerant Management

14% New Buildings / 7% Existing Building Renovations

17.5% New Buildings / 10.5% Existing Building Renovations

21% New Buildings / 14% Existing Building Renovations

24.5% New Buildings / 17.5% Existing Building Renovations

28% New Buildings / 21% Existing Building Renovations

31.5% New Buildings / 24.5% Existing Building Renovations

35% New Buildings / 28% Existing Building Renovations

38.5% New Buildings / 31.5% Existing Building Renovations

42% New Buildings / 35% Existing Building Renovations

2

3

4

5

6

7

8

9

10

2.5% Renewable Energy

7.5% Renewable Energy

12.5% Renewable Energy 3

2

1

*Note for EAc1:  All LEED for Schools projects registered after June 26, 2007 are required to achieve at least two (2) points.

Credit 1.2

Credit 1.3

Credit 1.4

Credit 1.5

Credit 1.6

Credit 1.7

Credit 1.8

Credit 1.9

Credit 1.10

Credit 2.3

Credit 2.1

Credit 2.2
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Materials & Resources 13 Points
Yes ? No

Yes Prereq 1

Credit 1.1

Credit 1.2

Credit 1.3

Credit 2.1

Credit 2.2

Credit 3.1

Credit 3.2

Credit 4.1

Credit 4.2

Credit 5.1

Credit 5.2

Credit 6

Credit 7

Materials Reuse, 5% 1

1

1

1

1

1

Required

1

1

1

1

1

1

1

Storage & Collection of Recyclables

Building Reuse, Maintain 75% of Existing Walls, Floors & Roof

Building Reuse, Maintain 95% of Existing Walls, Floors & Roof

Building Reuse, Maintain 50% of Interior Non-Structural Elements

Construction Waste Management, Divert 50% from Disposal

Construction Waste Management, Divert 75% from Disposal

Materials Reuse, 10%

Recycled Content, 10% (post-consumer + 1/2 pre-consumer)

Recycled Content, 20% (post-consumer + 1/2 pre-consumer)

Regional Materials, 10% Extracted, Processed & Manufactured 

Regional Materials, 20% Extracted, Processed & Manufactured 

Rapidly Renewable Materials

Certified Wood
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Indoor Environmental Quality 20 Points
Yes ? No

Yes Prereq 1

Credit 1

Credit 2

Credit 3.1

Credit 3.2

Credit 4 

Credit 5

Credit 6.1

Credit 6.2

Credit 7.1

Credit 7.2

Credit 8.1

1 to 4 

1

1

1

1

Required

1

1

1

1

1

1 to 3

Minimum IAQ Performance

Outdoor Air Delivery Monitoring

Increased Ventilation

Construction IAQ Management Plan, During Construction

Construction IAQ Management Plan, Before Occupancy

Low-Emiiting Materials 

Indoor Chemical & Pollutant Source Control

Controllability of Systems, Lighting

Controllability of Systems, Thermal Comfort

Thermal Comfort, Design

Thermal Comfort, Verification

Daylight & Views, Daylight 75% of Spaces

Yes Prereq 2 RequiredEnvironmental Tobacco Smoke (ETS) Control

Credit 8.2 1Daylight & Views, Views for 90% of Spaces

Yes Prereq 3 RequiredMinimum Acoustical Performance

75% of classrooms (Required for either points below)

90% of classrooms 

75% of other spaces 3

2

1

Credit 10 1Mold Prevention

Credit 9 1Enhanced Acoustical Performance, 40 dBA / RC level of 32

1Enhanced Acoustical Performance,  35 dBA / RC level of 27

Innovation & Design Process 6 Points
Yes ? No

Credit 1.1

Credit 1.2

Credit 1.3

Credit 1.4

Credit 2 1

1

1

1

1

LEED® Accredited Professional

Innovation in Design:

Innovation in Design:

Innovation in Design:

Innovation in Design:

Credit 3 1School as a Teaching Tool
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TAB – 5 Project Schedule 
 
 
 

NEW MIDDLE SCHOOL 
Minot, Ward County, North Dakota 
 



New Middle School
Minot Public Schools
Minot, ND
Proj. No.: 10-3111-159

12/20/2011

Description of Activity

Schematic Design 
Schematic Design Review Workshops  /  11-29-11
Schematic Design Final Review  /  12-20-11
Schematic Design Approval / 1 3 12

Dec April JulyNov Mar
2012

                                                                                                                                                       Preliminary Project Timeline

SeptJan April May June July AugFeb May June Aug Sept
20132011

Oct Nov Dec Jan Feb Mar

Schematic Design Approval  /  1-3-12

Design Development
Design Development  /  1-4-12 to 3-5-12
Design Development Approval  /  3-6-12

Construction Documents
Construction Documents Bid Pkg 1   /  3-6-12 to 4-9-12
Construction Documents Bid Pkg 1  Final Approval   /  4-9-12 
Construction Documents Bid Pkg 2   /  3-6-12 to 6-4-12
Construction Documents Bid Pkg 2  30% Approval  /  4-2-12
Construction Documents Bid Pkg 2  60% Approval  /  5-7-12
Construction Documents Bid Pkg 2  Final Approval  /  6-4-12
FEMA Revised Worksheet Submittal / 6-11-12

Bidding and Award
C /Construction Documents Bid Pkg 1   /  4-10-12 to 5-7-12
Construction Documents Bid Pkg 1  Award  /  5-8-12
Construction Documents Bid Pkg 2   /  6-5-12 to 7-2-12
Construction Documents Bid Pkg 1  Award  /  7-3-12

Construction Administration 
Bid Pkg 1  (Site, Concrete, Structural Steel)  /  5-9-12 to 12-7-12
Bid Pkg 2  (Remaining Trades)  /  7-5-12 to 7-1-13
Substantial Completion - Staff Occupancy  /  7-2-13
Punchlist Completion - Student Occupancy  /  8-12-13
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TAB – 6 Architectural Drawings 
 
 
 

NEW MIDDLE SCHOOL 
Minot, Ward County, North Dakota 
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Preliminary Plat of Polar Bear Ridge – Block 2 of the Northern Lights Addition -
Minot, North Dakota
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